
 

CITY OF NORTH LAS VEGAS 

FIRE PREVENTION 

SPRINKLER SYSTEMS INSTALLATION 

SUBMITTAL GUIDELINE 

 
A construction permit is required for the installation of any sprinkler system per section 105.6.1 

the 2024 International Fire Code. Please complete and upload a fire protection application and 

any other required submittal documents to the Permit Application Center. 

APPLICABLE CODES:  

The following codes and standards apply to this permit.  

• Standard for the Installation of Sprinkler Systems, NFPA 13, 2022 edition  

• International Fire Code, 2024 edition 

• North Las Vegas Fire Code Amendments, 2024 edition   

This guideline was developed in an effort to assist those responsible for preparing and 

submitting a permit for the installation of a sprinkler system. This submittal guideline is 

not all inclusive, nor does it limit to the extent of the information which may be 

necessary to properly evaluate the submitted plans and documents. Not all items may 

apply to your project. 

SUBMITTAL REQUIREMENTS: 

 

1. Plans 

a. Include all information applicable to project per NFPA 13, 2022 Section 28.1.3. 

items 1 thru 23. 

b. Reviewed and signed by a NICET Level 2 designer in water-based fire protection 

systems. 

c. Indicate the designer’s name, certificate number and signature. 

d. City of North Las Vegas Fire Sprinkler General Notes – filled out. 

 

2. Hydraulic Calculations 

a. System hydraulic calculation report per NFPA 13, 2022 Section 28.2. 

 

3. Material Data Information 

a. Provide manufacturer’s specification sheets for all system components 

 

4. Support Documentation (if needed) 

a. Include any system support documentation such as: 

i. Flow Test Information 

ii. Alternative Material and Method Report (AMMR) 

iii. Fire Protection Report (FPR) – under a separate permit 

 

 

 

 

 


