
 

CITY OF NORTH LAS VEGAS 

FIRE PREVENTION 

FIRE ALARM SYSTEM INSTALLATION 

SUBMITTAL GUIDELINE 

 
A fire permit is required for the installation of any fire alarm system per the 2024 International 

Fire Code. Please complete and upload a fire protection application and any other required 

submittal documents to the Permit Application Center. 

 

APPLICABLE CODES:  

The following codes and standards apply to this permit.  

• National Fire Alarm and Signaling Code, NFPA 72, 2022 edition  

• International Fire Code, 2024 edition 

• North Las Vegas Fire Code Amendments, 2024 edition   

This guideline was developed in an effort to assist those responsible for preparing and 

submitting a permit for the installation of a fire alarm system. This submittal guideline is 

not all inclusive, nor does it limit to the extent of the information which may be 

necessary to properly evaluate the submitted plans and documents. Not all items may 

apply to your project. 

1. Indicate the following on the plans: 

a) Fire Alarm System General Notes – filled out. (Next page) 

b) Detailed scope of work. 

c) Room use identification. 

d) Alarm devices including candela ratings. 

e) Notification devices. 

f) Control equipment. 

g) Mounting equipment. 

h) Mounting height detail. 

i) Riser diagram. 

j) Sequence of operation matrix. 

k) Battery capacity and safety margin calculations. 

l) Voltage drops calculations. 

m) Life Safety Report – if applicable. 

 

2. Material Data 

a. Provide manufacturer’s specification sheets for all components installed. 

 

 

 

 

 

 



CITY OF NORTH LAS VEGAS 

FIRE PREVENTION GENERAL NOTES 

FIRE ALARM SYSTEMS 

             

The following “City of North Las Vegas Fire Alarm General Notes” must be 
printed on the first page of all fire alarm system plans:    
 
1. The design and installation shall meet the requirements of the following adopted 

codes & standards – including local amendments:  

a) 2024 International Building Code 

i Occupancy Classification(s) _____________   / ____________ 

ii Occupancy Load(s) __________ / __________ 

iii  (Bldg.)   ____   (T.I.)  _____ 

c) 2024 International Fire Code 

d) 2022 NFPA 72 

e) Nevada State Fire Marshal Regulations 

f) Life Safety Report Dated ____________ (if applicable) 

g) Fire Alarm Circuit Classification: Power Limited or Non-Power Limited (circle one) 

2. The contractor (or designee) must provide testing equipment and perform all testing 

required by the City of North Las Vegas Fire Prevention. 

 

3. The installing contractor shall ensure the inspections listed below occur: 

a) A rough electrical inspection by the City of North Las Vegas Building Safety. 

b) A rough fire alarm inspection of all device/box locations and wiring before they 

are concealed behind sheetrock by the City of North Las Vegas Fire Prevention.  

c) The installing contractor shall “pretest” the entire system prior to scheduling the 

“Final inspection”. A written record of the contractor’s “pretest” shall be provided. 

d) A “24-hour battery test”. This is a 2-part inspection. The first part is the 

disconnection of all AC power and the second part is at least 24 hours later. 

During the second portion of the test, while the AC power is still disconnected, all 

indicating devices shall be activated for at least 5 minutes (15 minutes for voice 

communications). Note: the second portion of this test can be performed at final. 

e) Fire Prevention shall witness a “fire alarm final” at the completion of the 

installation. The record of completion and a copy of the maintenance agreement 

shall be uploaded to the permit via the Citizen Self Service (CSS) Portal before 

completion of the “final inspection”. 

f)  A framed or laminated readable 11X17 floor plan shall be provided and mounted 

securely adjacent to the control panel and all annunciator.                                                                                
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